
02% (control room) vs CO ppm (stack test) & NOx #/mbtu (stack CEM)
Overfire Air (14%) OFA 2/3 dampers- full open

1000 0.600

900

800

"o 700

o 600

,,I,-I

"’    500

400

300

2OO

100

Results of IGS Unit 10FA Test

CO Target= 250 ppm

9/6-9/2003 @ 950 MWg

NOX Cur ,e for Hi~b Nitrogen- Bit~J~ninous Coal

NOX Cul ve fo~~ous Coal

CO

0.0 0.5

CO 250 ppm threshold

CO 150 ppm threshold

CO 100 ppm threshold

i Good Combustior
l w! Overfire Air,

"" "N’C;X" Eimit= 0.461 #/mbtu

Range
dampers open

1.0 1.5 2.0 2.5 3.0 3.5

0.500

0.400

0.200

0.100

0.000
4.0

Y = 1372.4x-3°919 y = 0.0393x + 0.3431
R2 = 0.7097       R2 = 0.4989

Figure 5-4

02% control room (wet)
5-6

y = 0.029x + 0.2772
R2 = 0.5849



02% (control room) vs CO ppm (stack test) & NOx #/mbtu (stack CEM)
Overfire Air (12%) OFA 2/3 dampers- throttled
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02% (control room) vs CO ppm (stack test) & NOx #/mbtu (stack CEM)
Overfire Air (10%) OFA 1/3 dampers- full open
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02% (control room) vs CO ppm (stack test) & NOx #/mbtu (stack CEM)
NO Overfire Air (5% cooling) OFA 1/3, 2/3, & inlet dampers closed
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